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Recently interest in adsorption cooling systems has increased due to their capability to utilise low grade
heat sources and environmentally friendly refrigerants. Currently, most of the commercially available
adsorption cooling systems utilise granular packed adsorbent beds. Enhancing the heat transfer process
inside the adsorbent bed will improve the overall efﬁciency of the adsorption system. Using recently
developed empirical lumped analytical simulation model for a 450 kW two-bed silica gel/water
adsorption chiller, this paper theoretically investigates the effects of various adsorbent bed heat transfer
enhancement techniques on the adsorption system cooling capacity. Firstly, coating the ﬁrst adsorbent
layer to the metal part and packing the rest of adsorbent granules to eliminate the thermal contact
resistance between heat exchanger metal and granules while keeping the same level of permeability.
Secondly, adding metal particles to the adsorbent in order to enhance the granules thermal conductivity.
The effective thermal conductivity of adsorbent/metal mixtures were determined and validated by
comparing it with published experimental data. Also, the combined effect of using both techniques
simultaneously was investigated. All these investigations were carried out at various adsorption bed ﬁn
spacing. Results of the combined techniques showed that the enhancement in the cooling capacity and
system coefﬁcient of performance (COP) increased with increasing the ﬁn spacing ratio to reach
maximum of 25% and 10% respectively at ﬁn spacing ratio of 2.
 2012 Elsevier Ltd. All rights reserved.1. Introduction
Adsorption cooling systems are increasingly used for applications
where cooling is required and lowgrade heat is available [1]. They are
applied in combined cooling, heating and power (CCHP) systems
employed inmany industrial and commercial applications [2] and in
sustainable building climatisation using solar energy as heat source
[3,4]. Several adsorptionpairswere evaluated and silica gel/water has
shown signiﬁcant advantages in terms of thermal performance and
environmental impact [5].Althoughwater refrigerant is considered in
chilling applications only, it has excellent thermo-physical properties
of high latent heat of evaporation, high thermal conductivity, low
viscosity, thermally stable in wide range of operating temperatures
and the compatibilitywithwide range ofmaterials. Silica gel aswater
vapour adsorbent has the advantages of high adsorption/desorption
rate, low generation heat and low generation temperature.
Many commercially available adsorption cooling systems use
granular packed adsorbent bed design. Such type of adsorbent bedDadah).
All rights reserved.has the advantage of high mass transfer performance due to the
high permeability level [6], but it has the drawbacks of poor heat
transfer performance where; high contact thermal resistance
between adsorbent granules and heat exchanger metal surface [7],
discontinuity of heat transfer through granules due to the voids in-
between the granules [8] and poor thermal conductivity of the
commonly used physical adsorbents. Therefore many methods
were investigated to enhance the heat transfer performance of
adsorbent material such as mixing adsorbent granules with metal
additives to improve their thermal conductivity [9], coating the bed
heat exchanger metal with all the adsorbent to eliminate the
contact thermal resistance [7], covering adsorbent granules by
polyaniline net [9], adsorbent deposition overmetallic foam [6] and
using consolidated bed techniques (compressed granules and clay
[9], using expandable graphite [10], moulding granules and binder
addition [11] and adsorbent granules and metal foam [12]). Most of
these methods improve the heat transfer performance of adsorbent
material but reduce its mass transfer performance [13].
Modelling is an effective tool for the design of adsorption
cooling systems [14]. A recently constructed and validated empir-
ical lumped analytical simulation model based on the fundamental
A. Rezk et al. / Applied Thermal Engineering 53 (2013) 278e284 279heat and mass transfer equations was developed [5]. In such model
the overall heat transfer conductance was calculated using empir-
ical correlations taking into account the operating conditions and
the geometry of heat exchangers. Thus, the model can be used to
predict the effect of changing physical and operating conditions on
chiller performance [15].
This paper evaluates some of the methodologies used to
enhance the heat transfer performance of the adsorbent in terms of
improving the bed thermal performance and the overall cooling
capacity of the adsorption system. Firstly, coating the ﬁrst adsor-
bent layer to the metal surface and packing the rest of adsorbent
granules to eliminate the thermal contact resistance between heat
exchanger metal and granules while keeping the same level of
permeability. Secondly, adding various metal additives to the
adsorbent in order to enhance its thermal conductivity. Finally, the
combined effect of using both techniques simultaneously was
investigated. All these investigations were carried out using ﬁxed
bed dimensions but at various ﬁn spacing.
2. System description
Fig. 1 shows schematic diagram of the simulated two-bed
adsorption chiller. Each adsorbent bed is connected to the evapo-
rator or condenser by ﬂap valves operated by the effect of pressure
difference between heat exchangers during adsorbing or desorbing
respectively. On the other hand, the ﬂow of cooling and heating
water to the adsorber and desorber respectively, ﬂow of the chilled
water through the evaporator and ﬂow of cooling water to the
condenser are controlled by 12 pneumatic valves.
Physically, the adsorbent bed heat exchanger is constructed
from plain copper tubes with aluminium rectangular ﬁns and the
silica gel granules are packed to ﬁll the gaps between ﬁns, shown in
Fig. 2. The adsorbent bed is covered by a metal mesh to prevent the
falling of silica gel granules. These adsorbent beds are installed in
two-bed silica gel/water adsorption chiller incorporating mass and
heat recovery schemes. The operation modes and secondary ﬂow
valving control method were presented in details in [15].
3. Simulation model
The simulation model of the adsorption systemwas constructed
from four sub-models describing the heat and mass transfer
performance of evaporator, condenser, adsorber and desorber. TheFig. 1. Schematic diagram for simulated tfour sub-models were linked together taking into account the
various operating modes. Eqs. (1)e(3) present the energy balance
equations for adsorbent bed, evaporator and condenser respec-
tively, where the adsorbent, adsorbate and heat exchanger metal
are assumed to be individually momentarily at the same temper-
ature. Eq. (4) presents the refrigerant mass balance in the evapo-
rator taking into account no ﬂow condition in case of heat andmass
recovery.

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where M, C, Cp, T, LMTD, P, h, w, DHads and t are the mass, speciﬁc
heat, speciﬁc heat at constant pressure, temperature, log mean
temperature difference, pressure, speciﬁc enthalpy, uptake value,
isosteric heat of adsorption, and time respectively. The subscripts
bed, evap and cond refer to adsorbent bed (ads/des), evaporator
and condenser condition respectively andw, sg, ref andmet refer to
water, silica gel, refrigerant and metal respectively. Subscripts g, f,
refer to ﬂuid vapour and liquid condition respectively and Hexwo-bed cycle adsorption heat pump.
Table 2
Parameters value of the simulation model [15].
Constant Value
Dso 3.625E-3
Ea 4.2 E4
Rp 0.16 E-3
DHads 2.939 E6
Fig. 2. (a) Schematic diagram of ﬁnned-tube adsorbent bed, (b) Pictorial view of the
adsorbent bed.
A. Rezk et al. / Applied Thermal Engineering 53 (2013) 278e284280refers to the heat exchanger that interconnect with the adsorbent
bed. A group of ﬂags (z;f; v;g) were used to enable or disable some
of the equation terms based on the operating mode as shown in
Table 1. The rate of adsorption was evaluated using linear driving
force kinetic model (LDF), where water vapour can reach all silica
gel granules and the inter-particle mass transfer resistance can be
neglected, Eq. (5).
dw
dt
¼

15Dso=R2p

expðEa=RTÞ

w* w

(5)
where Rp (m), Dso, Ea, and w* are particles radius, pre-exponential
constant, activation energy, universal gas constant and equilib-
rium uptake respectively. Table 2 presents different constants
values. Themodel was validated using experimental measurements
from 450 kW commercial water chiller with maximum absolute
percent deviation of 17.8% [5].4. Effect of contact thermal resistance on chiller performance
at various ﬁn spacing
Enhancing the adsorption kinetics is necessary in order to
improve the adsorption chiller performance. Using the same
adsorbent/adsorbate pair, enhancing adsorption kinetics can be
achieved by enhancing both heat andmass transfer performance. In
packed ﬁnned-tube adsorbent bed design increasing the overallTable 1
Simulation model switching ﬂags.
Mode z f v g
Ads-evaporation 0 1 1 1
Des-condensation 0 1 0 0
Mass recovery 1 0 1 0
Heat recovery 0 0 1 0heat transfer coefﬁcient U and heat transfer area A increase the
overall heat transfer conductance UA and hence the adsorption
kinetics. Fig. 3(a) shows the control volume of a typical element
from the adsorber bed. It includes one ﬁn attached to the copper
tube at the base which is in contact with the secondary ﬂuid at
temperature (Tw). The ﬁn is surrounded by silica gel from both sides
andwater vapour above it at (Tbed). During the heat transfer from/to
the secondary ﬂuid to/from adsorbent bed surface in desorption/
adsorptionmode, there are six heat transfer resistances namely; (1)
radial convective thermal resistance from the secondary ﬂuid
stream to the internal tube wall R1, (2) radial conduction thermal
resistance through tube wall R2, (3) two contact thermal resis-
tances between silica gel granules and tube outside surface and ﬁns
surface R3 and R4 in both radial and axial directions respectively
and (4) two conduction thermal resistances through silica gel
granules in radial and axial direction R5 and R6, shown schemati-
cally in Fig. 3(b). The axial conductive thermal resistance through
the tubewall and metalemetal contact thermal resistance between
tube wall and aluminium ﬁns were neglected due to their insig-
niﬁcant effect compared by the aforementioned thermal resis-
tances. In Fig. 3, htc, A, d, k, Rcont and d are convection heat transfer
coefﬁcient, surface area, diameter, thermal conductivity, contact
thermal resistance and adsorbent layer thickness respectively.
Subscripts i, o, t, f, s, ads and r refer to inside, outside, tube, ﬁn,
surface, adsorbent and root diameter respectively. The parameters
that affect the heat and mass transfer through the adsorbent bed
ranked based on their importance are the adsorbent bed perme-
ability, thermal contact resistance between adsorbent granules and
heat exchanger metal surface and adsorbent layer thermal
conductivity [16,17].
Generally, thermal contact resistance between silica gel gran-
ules and heat exchanger metal surface (tubes and ﬁns) represents
averagely 25% of the overall heat transfer resistance. Adsorbent bedFig. 3. (a) Control volume of an element in the adsorber bed, (b) Heat transfer resis-
tance schematic diagram.
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resistance of various adsorbents and bed designs [18e23]. The
disadvantage of the techniques used is the dramatic reduction in
adsorbent bed permeability which counteracts any improvement
due to reducing the contact thermal resistance. Also, the coated
adsorbent layer is usually within few millimetres which dramati-
cally increase the bed heat exchanger metal mass and reduces the
heat capacity ratio (HCR) deﬁned as the silica gel heat capacity over
the adsorbent-bed metal heat capacity, Eq. (6). Using bed coating
technique, it is recommended to use granules of relatively larger
size [20]. However the larger the granules size, the worse the
adsorption kinetics, where the adsorption rate is inversely
proportional to the squared average granules radius. Therefore, this
work investigates the effect of gluing the ﬁrst layer of the silica gel
and packing the rest at various ﬁn spacing. It is expected that this
will eliminate the contact resistance while maintaining the
permeability of the silica gel bulk. Fig. 4 shows the effect of elimi-
nating the contact resistances (R3 and R4 equal zero) on the
adsorbent-bed thermal performance (4(a)) and the overall system
performance (4(b)) at various ﬁns spacing ratio (FSR). The FSR is the
value of ﬁn spacing relative to its design value. In Fig. 4(a), the
heating capacity ratio (HCR) and the number of thermal units (NTU)
as deﬁned in Eq. (7) are used to describe the adsorbent-bed thermal
performance.
HCR ¼ MsgCsg=MmetCmet (6)
NTU ¼ UAbed= _mwCw (7)
where M, C, U, A, _m are mass, speciﬁc heat capacity, overall heat
transfer coefﬁcient, heat transfer surface area and mass ﬂow rate.
The subscripts sg, met and w stand for silica gel, metal and waterFig. 4. Effects of eliminating contact resistance on adsorbent-bed thermal perforespectively. Results show that eliminating the contact resistance
increased the adsorbent bed heat exchanger NTUwithout changing
the bed HCR. At ﬁn spacing ratio of 2, the NTU increased by 25.3%
and 31.0% for heating and cooling respectively. On the other hand,
at ﬁn spacing ratio of 0.8, the NTU increased by 24.2% and 47.1% for
heating and cooling respectively. In Fig. 4(b) the cooling capacity,
heating capacity and coefﬁcient of performance (COP) are used to
describe the overall system performance. The cooling capacity
indicates the rate of cooling produced by the chiller and the heating
capacity measures the rate of heat required to drive the desorption
process. The COP is the ratio between the cooling and the heating
capacities. It can be seen from this Figure that eliminating the
contact resistance increased the system cooling capacity, heating
capacity and COP. At ﬁn spacing ratio of 2, the cooling capacity,
heating capacity and COP increased by 12.1%, 7.5% and 4.2%
respectively. On the other hand, at ﬁn spacing ratio of 0.8, the
cooling capacity, heating capacity and COP increased by 5.0%, 1.0%
and 4.0%. Eliminating or reducing the contact resistance will
increase the overall heat transfer between the silica gel and the
secondary ﬂuid (U in Eq. (7)). This will lead silica gel to operate
under lower or higher temperature limits thus improving the efﬁ-
ciency of the adsorption/desorption processes and increasing the
refrigerant ﬂow rate which in turn increase the system cooling
capacity, heating capacity and COP.5. Effect of metal additives
Research has shown that adding metal particles to adsorbent
materials enhance their thermal conductivity, but little has been
shown regarding the effect of the metal additives on the overall
system performance. This section investigates the effect of differentrmance (a) and chiller overall performance (b) at various ﬁn spacing ratio.
Fig. 5. Predicted thermal conductivity versus experimental values of Demir et al. [24].
A. Rezk et al. / Applied Thermal Engineering 53 (2013) 278e284282metal additives on the overall performance of the 450 kW silica gel/
water adsorption system.
Demir et al. [24] has experimentally investigated the effect of
different metal additives (aluminium, copper, brass and stainless
steel) on the thermal conductivity of unconsolidated packed silica
gel bed using different silica gel/metal weight ratios (5, 10 and
15wt%). They used silica gel granules with 3e5 mm diameter and
thermal conductivity of 0.106 W m1 K1, while the radius of the
frontal area of themetal particles was 1e2.8mm. The volume based
two phase effective thermal conductivity (K) method was used to
develop a prediction technique for the thermal conductivity of
silica gel/metal particles mixture, Eq. (8).
K ¼ k1V1ðdT=dxÞ1 þ k2V2ðdT=dxÞ2


V1ðdT=dxÞ1
þ V2ðdT=dxÞ2

(8)
where k1 and V1 are the thermal conductivity and volume fraction
of metal respectively, while k2 and V2 are thermal conductivity and
volume fraction of silica gel respectively. The overall average
temperature gradient (dT/dx)1 and (dT/dx)2 of the two phases were
determined as:
ðdT=dxÞ1=ðdT=dxÞ2 ¼ nk1=½k2 þ ðn 1Þk1 (9)
Factor n depends mainly on the metal additive shape [26]. Using
factor n of 1.031, 1.047, 1.11 and 2.331 for aluminium, copper, brass
and stainless steel metal additives respectively and various metal/
silica gel mass ratio (5%, 10% and 15wt%), the effective thermalTable 3
The predicted metal/silica gel type-RD effective thermal conductivity.
Met/Sg
mixture
Kmet
(W m1 K1)
Keff
(W m1 K1)
Thermal
conductivity
improvement (%)
Silica gel e 0.198 e
Sgþ5% Al 237 0.340 72
Sgþ10% Al 237 0.498 152
Sgþ15% Al 237 0.675 241
Sgþ5% Cu 401 0.305 54
Sgþ10% Cu 401 0.424 114
Sgþ15% Cu 401 0.557 181
Sgþ5% Brass 150 0.291 47
Sgþ10% Brass 150 0.394 99
Sgþ15% Brass 150 0.509 157
Sgþ5% SteSt 14.9 0.254 28
Sgþ10% SteSt 14.9 0.316 60
Sgþ15% SteSt 14.9 0.385 94
Fig. 6. The effect of metal additives on adsorbent-bed thermal performance.conductivity of silica gel/metal mixture can be predicted. Fig. 5
compares the predicted thermal conductivity and the experi-
mental values reported by Demir et al. [24] with deviation of less
than 15%. This validated prediction method was then used to
calculate the effective thermal conductivity of the metal/silica gel
mixtures shown in Table 3 using silica gel type-RD2060 with
thermal conductivity and average granules diameter of
0.198 W m1 K1 and 0.16 mm respectively [25].
The predicted effective thermal conductivities of metal/silica
gel RD2060 were incorporated in the overall chiller model. Fig. 6
presents the effects of aluminium, copper, brass and stainless
steel metal additives of 15wt% on the adsorbent-bed thermal
performance at various ﬁn spacing. It is observed that the adsor-
bent-bed NTU during heating averagely increased by 39.5%, 34.7%,
32.2% and 23.8% and during cooling by 58.2%, 50.2%, 46.3% and
Fig. 7. The effect of metal additive on chiller overall performance.
A. Rezk et al. / Applied Thermal Engineering 53 (2013) 278e284 28333.3% using aluminium, copper, brass and stainless steel respec-
tively. On the other hand, the heat capacity ratio of the adsorbent
bed averagely decreased by 5.1%, 2.2%, 2.2% and 2.7% using
aluminium, copper, brass and stainless steel additives respectively.
The decrease in HCR is due to the reduction of silica gel mass
which was replaced with metal additives of different speciﬁc
heats. Fig. 6(c) shows the HCR values of silica gel/metal additives
mixture with zero contact resistance only since elimination of
contact resistance does not affect the HCR values as indicated in
section 4.
Fig. 7 shows the effect of the same metal additives on the
chiller cooling capacity, heating capacity and COP. Results showed
that the addition of metal particles at 15% wt enhanced the chillercooling capacity and coefﬁcient of performance at varying degree
depending on the ﬁn spacing ratio and the metal type. At FSR of 2,
the cooling capacity, heating capacity and COP increased by 12.5%,
9.9% and 2.4% for aluminium, 11.2%, 8.1% and 2.9% for copper,
10.4%, 7.8% and 2.4% for brass and 7.3%, 6.6% and 0.7% for stainless
steel. At FSR of 0.8, the cooling capacity, heating capacity and COP
decreased by 3.8%, 2.0% and 1.8% for aluminium, 4.0%, 2.8% and
1.1% for copper, 4.1%, 2.9% and 1.2% for brass and 4.4%, 2.7% and
1.8% for stainless steel. It can be seen that Aluminium as a metal
additive produced the highest improvement in system perfor-
mance. This is due to the higher effective thermal conductivity of
the silica gel/aluminium mixture as calculated by Eqs. (8) and (9)
and presented in Table 3.6. Effect of zero contact resistance and metal additives
Figs. 6 and 7 also show the combined effect of gluing the ﬁrst
layer of silica gel/metal particles on the adsorbent-bed reactor and
chiller performance respectively. Results show that using both
enhancement techniques (gluing the ﬁrst adsorbent/metal mixture
layer) increased the adsorbent-bedNTUduringheating averagely by
89.5%, 81.2%, 77.0% and 63.2% and during cooling by 173.6%, 151.8%,
141.5% and 110.0% using aluminium, copper, brass and stainless steel
respectively. Fig. 7 shows that the effect of the combined enhance-
ment varies with the ﬁn spacing ratio. At FSR of 2, the chiller cooling
capacity and heating capacity increased 25.6%, 24.1%, 23.2%, 19.8%
and 13.5%, 12.3%, 12.2%, 11.8% using aluminium, copper, brass and
stainless steel respectively. Thus the systemCOP increased by 10.6%,
10.5%, 9.8% and 7.2% using aluminium, copper, brass and stainless
steel respectively. However, at FSR of 0.8, the chiller COP increased
only by 2.4%, 3%, 2.9% and 2.4% using aluminium, copper, brass and
stainless steel respectively while the change in the cooling capacity
was insigniﬁcant. The increase in the COP is due to the decrease in
the heating capacity by 2.1%, 2.8%, 2.8% and 2.6% using aluminium,
copper, brass and stainless steel respectively.7. Conclusions
Literature review showed that there is potential for using various
heat transfer enhancement techniques to improve adsorbent beds
thermal performance. Most of this work mainly reports about
enhancements in the thermal performance of the adsorbent mate-
rials. This work investigated theoretically some of the methodolo-
gies used to enhance the heat transfer performance of the adsorbent
material in termsof improving thebed thermal performanceand the
overall cooling capacity of the adsorption system. In particular, the
eliminationof contact resistance, theuseofmetal additivesand their
combined effect were investigated using a validated thermal model
of 450 kW commercially available water chiller.
Results showed that eliminating the contact resistance by
sticking the ﬁrst layer of adsorbent granules and packing the
remaining ones averagely improves chillers cooling capacity and
COP by 8.9% and 4.6% respectively.
Using different metal additives improves the heat transfer
performance of adsorbent bed, up to 58.2% increase in the
adsorbent-bed NTU during cooling with Aluminium additives
which leads to 12.5% enhancement in the chiller cooling capacity at
ﬁn spacing ratio of 2. However, at lower ﬁn spacing ratio (FSR<1.2),
a negative enhancement was experienced which can be attributed
to the increase in the ratio of metal to silica gel mass.
Results for the combined techniques showed that the enhance-
ment in the cooling capacity increases with the increase in the ﬁn
spacing ratio to be maximum of 25% at FSR equals 2. Similar trend
has been noticed for the COP where it reached a maximum of 10%.
A. Rezk et al. / Applied Thermal Engineering 53 (2013) 278e284284The above results show the potential of using validated simu-
lation models to investigate means of improving the performance
of adsorption cooling systems.
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Nomenclature
Symbol
A Area (m2)
C Speciﬁc heat (kJ kg1 k1)
Cp Speciﬁc heat capacity at constant pressure (kJ kg1 k1)
d Diameter (m)
Dso Pre-exponential constant (m2 s1)
dT/dx overall average temperature gradient (K m1)
DH Isosteric heat of adsorption (kJ)
E Energy (kJ)
Ea Activation energy (J mol1)
h Speciﬁc enthalpy (kJ kg1)
HCR Heat capacity ratio
k Thermal conductivity (Wm1K1)
K Thermal conductivity (Wm1K1)
LMTD Logarithmic mean temperature difference (K)
M Mass (kg)
_m Mass ﬂow rate (kg s1)
n Metal additives factor
NTU Number of transfer unit
P Pressure (kPa)
R Universal gas constant (J mol1 K1)
Rcont Contact thermal resistance (W m1 K1)
Rp Particle radius (m)
T Temperature (K)
t Time (s)
U Overall heat transfer coefﬁcient (kWm2 K1)
V Volume fraction
w Uptake value (kg kg1)
w* Equilibrium uptake (kg kg1)
Greek symbols
S Summation
F Flag
d Flag
x Flag
g Flag
Subscripts
ads Adsorbent
cond Condenser
evap Evaporator
f Liquid
g Vapour
i Inside
met Metal
o Outside
r Root
ref Refrigerant
sat Saturation
sg Silica gelt Tube
w water
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